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. ALL WATER CONNECTIONS TO BE TESTED AT 100 PS.L

2. DO NOT USE METAL HOSE CLAMPS FOR SYSTEM ASSEMBLY
USE PLASTIC, NON-CONDUCTIVE CLAMPS

3. ALL HOSES 7O BE 3/8" LD
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